City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO . . Laboratory/ . Laboratory | Pass/
Date [Number Location (Sample Station) Field Analysis Field Result Result Fail
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 FREE CHLORINE ND Pass
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 TOTAL CHLORINE 2 Pass
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 PH 7.95 Pass
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 TEMPERATURE 22.7 Pass
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 E_COLI A Pass
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 TOTAL COLIFORM A Pass
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 PLATE COUNT 2 Pass
3-Oct-05 | 1222483 STA 1+35 ISLAND #1 TURBIDITY 0.22 Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 FREE CHLORINE 0.12 Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 TOTAL CHLORINE 2.08 Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 PH 8.06 Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 TEMPERATURE 23.4 Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 E_COLI A Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 TOTAL COLIFORM A Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 PLATE COUNT 2 Pass
4-Oct-05 | 1222483 STA 1+35 ISLAND #2 TURBIDITY 0.11 Pass
4-Oct-05 | 186425 MIRAMAR FP #1 FREE CHLORINE 0.15 Pass
4-Oct-05 | 186425 MIRAMAR FP #1 TOTAL CHLORINE 2.4 Pass
4-Oct-05 | 186425 MIRAMAR FP #1 PH 8.06 Pass
4-Oct-05 | 186425 MIRAMAR FP #1 TEMPERATURE 17.9 Pass
4-Oct-05 | 186425 MIRAMAR FP #1 E_COLI A Pass
4-Oct-05 | 186425 MIRAMAR FP #1 TOTAL COLIFORM A Pass
4-Oct-05 | 186425 MIRAMAR FP #1 PLATE COUNT 2 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100ml
T-COLIFORM=A=ABSENT/100ml
PLATE COUNT<500 CFU/1ml

TURBIDITY<5.0 NTU

FREE CL,= ND - 4.0 mg/L
TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2

SYMBOLS:
A=ABSENT
P=PRESENT

E=ESTIMATED




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date |Number Location (Sample Station) Field Analysis Field Result Result Fail

4-Oct-05 | 186425 MIRAMAR FP #1 TURBIDITY 0.14 Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 FREE CHLORINE ND Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 TOTAL CHLORINE 2.4 Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 PH 8.2 Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 TEMPERATURE 26.3 Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 PLATE COUNT < 1.00 Pass
5-Oct-05 | 1192550 STA 246+00 CAM.DEL SUR #1 TURBIDITY 0.18 Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 FREE CHLORINE 0.18 Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 TOTAL CHLORINE 2.4 Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 PH 8.18 Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 TEMPERATURE 26.6 Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 PLATE COUNT 19 Pass
5-Oct-05 | 1192550 STA 248+36.36 CAM.DEL SUR #1 TURBIDITY 0.08 Pass
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 FREE CHLORINE 0.13 Pass
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 TOTAL CHLORINE 2.2 Pass
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 PH 8.22 Pass
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 TEMPERATURE 28.2 Pass
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 E_COLI A Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date [Number Location (Sample Station) Field Analysis Field Result Result Fail
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 PLATE COUNT 1 Pass
5-Oct-05 | 1192550 STA 3+18A CAM.DEL SUR #1 TURBIDITY 0.12 Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 FREE CHLORINE 0.14 Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 TOTAL CHLORINE 2.3 Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 PH 8.17 Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 TEMPERATURE 27.6 Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 PLATE COUNT 2 Pass
5-Oct-05 | 1192550 STA 3+18B CAM.DEL SUR #1 TURBIDITY 0.19 Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 FREE CHLORINE 0.17 Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 TOTAL CHLORINE 2.17 Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 PH 8.27 Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 TEMPERATURE 27.8 Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 PLATE COUNT 2 Pass
5-Oct-05 | 1192550 STA 257+10 CAM.DEL SUR #1 TURBIDITY 0.18 Pass
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 FREE CHLORINE 0.14 Pass
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 TOTAL CHLORINE 2.5 Pass
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 PH 8.2 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100ml
T-COLIFORM=A=ABSENT/100ml
PLATE COUNT<500 CFU/1ml

TURBIDITY<5.0 NTU

FREE CL,= ND - 4.0 mg/L
TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2

SYMBOLS:
A=ABSENT
P=PRESENT

E=ESTIMATED




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date [Number Location (Sample Station) Field Analysis Field Result Result Fail
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 TEMPERATURE 25.8 Pass
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 PLATE COUNT 4 Pass
5-Oct-05 | 1192550 STA 263+28 CAM.DEL SUR #1 TURBIDITY 0.1 Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 FREE CHLORINE 0.14 Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 TOTAL CHLORINE 2.6 Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 PH 8.19 Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 TEMPERATURE 24.3 Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 PLATE COUNT 2 Pass
5-Oct-05 | 1192550 STA 272+02 CAM.DEL SUR #1 TURBIDITY 0.16 Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 FREE CHLORINE 0.12 Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 TOTAL CHLORINE 2.4 Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 PH 8.21 Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 TEMPERATURE 24.5 Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 PLATE COUNT 10 Pass
5-Oct-05 | 1192550 STA 268+04 CAM.DEL SUR #1 TURBIDITY 0.08 Pass
5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 FREE CHLORINE 0.14 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100ml
T-COLIFORM=A=ABSENT/100ml
PLATE COUNT<500 CFU/1ml

TURBIDITY<5.0 NTU

FREE CL,= ND - 4.0 mg/L
TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2

SYMBOLS:
A=ABSENT
P=PRESENT

E=ESTIMATED




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date |Number Location (Sample Station) Field Analysis Field Result Result Fail

5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 TOTAL CHLORINE 2.2 Pass
5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 PH 8.14 Pass
5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 TEMPERATURE 24.2 Pass
5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 PLATE COUNT 1 Pass
5-Oct-05 | 1192550 STA 274+48 CAM.DEL SUR #1 TURBIDITY 0.11 Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 FREE CHLORINE 0.12 Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 TOTAL CHLORINE 2.6 Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 PH 8.24 Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 TEMPERATURE 24.2 Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 PLATE COUNT 1 Pass
5-Oct-05 | 1192550 STA 283+12 CAM.DEL SUR #1 TURBIDITY 0.13 Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 FREE CHLORINE 0.17 Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 TOTAL CHLORINE 2.5 Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 PH 8.2 Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 TEMPERATURE 26.7 Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 E_COLI A Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 TOTAL COLIFORM A Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 PLATE COUNT < 1.00 Pass
5-Oct-05 | 1192550 STA 285+83 CAM.DEL SUR #1 TURBIDITY 0.16 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date |Number Location (Sample Station) Field Analysis Field Result Result Fail

5-Oct-05 | 186425 MIRA MAR FP FREE CHLORINE 0.1 Pass
5-Oct-05 | 186425 MIRA MAR FP TOTAL CHLORINE 2.14 Pass
5-Oct-05 | 186425 MIRA MAR FP PH 7.77 Pass
5-Oct-05 | 186425 MIRA MAR FP TEMPERATURE 21.3 Pass
5-Oct-05 | 186425 MIRA MAR FP E_COLI A Pass
5-Oct-05| 186425 MIRA MAR FP TOTAL COLIFORM A Pass
5-Oct-05 | 186425 MIRA MAR FP PLATE COUNT 15 Pass
5-Oct-05 | 186425 MIRA MAR FP TURBIDITY 0.15 Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 [FREE CHLORINE 0.14 Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 [TOTAL CHLORINE 2.12 Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 |PH 8.2 Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 [TEMPERATURE 27.6 Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 [E_COLI A Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 [TOTAL COLIFORM A Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 [PLATE COUNT 290 Pass
6-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY. #1 |[TURBIDITY 0.22 Pass
6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 FREE CHLORINE 0.22 Pass
6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 TOTAL CHLORINE 2.3 Pass
6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 PH 8.06 Pass
6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 TEMPERATURE 26.3 Pass
6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 TOTAL COLIFORM A Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2
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City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date |Number Location (Sample Station) Field Analysis Field Result Result Fail

6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 PLATE COUNT 3 Pass
6-Oct-05 | 1192550 STA 246+00 CAM. DEL SUR #2 TURBIDITY 0.25 Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 FREE CHLORINE 0.15 Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 TOTAL CHLORINE 2.4 Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 PH 7.97 Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 TEMPERATURE 25.6 Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 PLATE COUNT 33 Pass
6-Oct-05 | 1192550 STA 248+36.36 CAM. DEL SUR #2 TURBIDITY 0.15 Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 FREE CHLORINE 0.13 Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 TOTAL CHLORINE 1.94 Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 PH 7.88 Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 TEMPERATURE 26.4 Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 PLATE COUNT < 1.00 Pass
6-Oct-05 | 1192550 STA 3+18A CAM. DEL SUR #2 TURBIDITY 0.19 Pass
6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 FREE CHLORINE 0.15 Pass
6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 TOTAL CHLORINE 2.09 Pass
6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 PH 7.9 Pass
6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 TEMPERATURE 25.8 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2
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City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date |Number Location (Sample Station) Field Analysis Field Result Result Fail

6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 PLATE COUNT < 1.00 Pass
6-Oct-05 | 1192550 STA 3+18B CAM. DEL SUR #2 TURBIDITY 0.19 Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 FREE CHLORINE 0.15 Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 TOTAL CHLORINE 2.3 Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 PH 8.03 Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 TEMPERATURE 25.9 Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 PLATE COUNT 11 Pass
6-Oct-05 | 1192550 STA 257+10 CAM. DEL SUR #2 TURBIDITY 0.21 Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 FREE CHLORINE 0.13 Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 TOTAL CHLORINE 2.6 Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 PH 7.98 Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 TEMPERATURE 25.3 Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 PLATE COUNT 54 Pass
6-Oct-05 | 1192550 STA 263+28 CAM. DEL SUR #2 TURBIDITY 0.11 Pass
6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 FREE CHLORINE 0.15 Pass
6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 TOTAL CHLORINE 2.5 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date |Number Location (Sample Station) Field Analysis Field Result Result Fail

6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 PH 8.1 Pass
6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 TEMPERATURE 24.1 Pass
6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 PLATE COUNT 2 Pass
6-Oct-05 | 1192550 STA 272+02 CAM. DEL SUR #2 TURBIDITY 0.09 Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 FREE CHLORINE 0.14 Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 TOTAL CHLORINE 2.7 Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 PH 8.08 Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 TEMPERATURE 24.6 Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 PLATE COUNT 2 Pass
6-Oct-05 | 1192550 STA 268+04 CAM. DEL SUR #2 TURBIDITY 0.11 Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 FREE CHLORINE 0.13 Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 TOTAL CHLORINE 2.7 Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 PH 8.14 Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 TEMPERATURE 22.9 Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 PLATE COUNT 1 Pass
6-Oct-05 | 1192550 STA 274+48 CAM. DEL SUR #2 TURBIDITY 0.08 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains
For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date [Number Location (Sample Station) Field Analysis Field Result Result Fail
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 FREE CHLORINE 0.13 Pass
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 TOTAL CHLORINE 2.3 Pass
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 PH 8.03 Pass
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 TEMPERATURE 24.7 Pass
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 E_COLI A Pass
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 PLATE COUNT < 1.00 Pass
6-Oct-05 | 1192550 STA 283+12 CAM. DEL SUR #2 TURBIDITY 0.17 Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #?2 FREE CHLORINE 0.15 Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #2 TOTAL CHLORINE 2.5 Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #?2 PH 8.1 Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #2 TEMPERATURE 25.6 Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #?2 E_COLI A Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #2 TOTAL COLIFORM A Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #2 PLATE COUNT < 1.00 Pass
6-Oct-05 | 1192550 STA 285+83 CAM. DEL SUR #2 TURBIDITY 0.56 Pass
6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 FREE CHLORINE 0.15 Pass
6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 TOTAL CHLORINE 2.2 Pass
6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 PH 8.43 Pass
6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 TEMPERATURE 27.6 Pass
6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 E_COLI A Pass
6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 TOTAL COLIFORM A Pass
6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 PLATE COUNT 2 Pass

EXPECTED RESULTS:
E-COLI=A=ABSENT/100ml
T-COLIFORM=A=ABSENT/100ml|

SYMBOLS:
PLATE COUNT<500 CFU/1ml A=ABSENT
TURBIDITY<5.0 NTU P=PRESENT
FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mg/L - 4.0mg/L 10
PH=65-85+.2




City of San Diego
Water Operations Division
Water Quality Laboratory

Coliform Bacteria and Turbidity Results in New Mains

For the Week of October 03 to October 07, 2005

Sample[ WAO : . Laboratory/ . Laboratory | Pass/
Date |Number Location (Sample Station) Field Analysis Field Result Result Fail

6-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #1 TURBIDITY 0.12 Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 FREE CHLORINE 0.11 Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 TOTAL CHLORINE 2.3 Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 PH 8.46 Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 TEMPERATURE 24.2 Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 E_COLI A Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 TOTAL COLIFORM A Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 PLATE COUNT 2 Pass
7-Oct-05 | 1274955 STA 9+56 DEL VINO CT. #2 TURBIDITY 0.44 Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY #2 [FREE CHLORINE 0.11 Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY .#2 [TOTAL CHLORINE 1.74 Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY .#2 [PH 8.37 Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY #2 |[TEMPERATURE 23.9 Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY #2 [E_COLI A Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY #2 [TOTAL COLIFORM A Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY #2 [PLATE COUNT 10 Pass
7-Oct-05 | 1146137 | STA 52+55.99 ENCENDIDO PR.DRWY #2 |[TURBIDITY 0.18 Pass

EXPECTED RESULTS:

E-COLI=A=ABSENT/100mI

T-COLIFORM=A=ABSENT/100ml SYMBOLS:

PLATE COUNT<500 CFU/1ml A=ABSENT

TURBIDITY<5.0 NTU P=PRESENT

FREE CL,=ND - 4.0 mg/L E=ESTIMATED

TOTAL CL, = .2mgiL - 4.0mg/L

PH=65-85+.2
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